




 LEHIGH COUNTY AUTHORITY / ALLENTOWN DIVISION  

 BYPASS REPORT   

1 

 

 

To:  Robert Kerchusky, Manager of Operations 

 

From:  Gretchen, Laboratories Manager 

 

Date:  Tuesday, November 04, 2014 

 

Subject: Plant bypassing on October 29th, 2014 

 

In order to comply with NPDES Permit # PA0026000, section A.2.D, with respect to plant 

bypassing on October 29th, 2014, a description of the non-compliant discharge follows. 

 

POINT SOURCE:  003 

 

REASON: On October 29, 2014 the Programmable Logic Controller that activates the 

cleaning mechanism for No.2 Bar Screen malfunctioned resulting in blinding 

of the screen and subsequent discharge from Outfall 003. 

 

DURATION:   23:15 10/29/14 START   

    23:50 10/29/14 STOP  

    0.58 HOURS 

 

Total Duration 

0.58 HOURS 

 

FLOW: 

23:20 10/29/14 444 gallons 

23:50 10/29/14 6,799 gallons 

Total  7,234 gallons 

 

Total Flow  

7,234 gallons 

(0.0072 MG) 

 

SAMPLE TIME: 23:50   10/29/14 

BOD5 766 mg/L 46.3 lbs. 

Total Suspended Solids 1396 mg/L 84.3 lbs. 

Ammonia Nitrogen 20.0 mg/L 1.2 lbs. 

pH 6.80    

 

Sample Time # BOD5 # TSS #NH3 

23:50 10/29/14 46.3 lbs. 84.3 lbs. 1.2 lbs. 

Total 46.3 lbs. 84.3 lbs. 1.2 lbs. 

 

Total Bypass Loading for 10/29/2014 Event (pounds) 

 

 # BOD5 # TSS # NH3 

 46.3 84.3 1.2 

 


